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CALCULATING CONTAINED FIRING FACILITY (CFF) EXPLOSIVE FIRING 
ZONES 

J. W. Lyle 

February 15, 2001 

I. INTRODUCTION 

Revision 1 of this document presented a method of calculating the CFF explosive firing 
zones that was based upon the peak average pressure on the various elements of the firing 
chamber as explosive weights and locations are changed. That document (Reference 1) 
was reviewed internally at LLNL (Reference 2) and reviewed by the design contractor of 
the facility (References 3 and 4). The contractor's responses generally confirmed the 
validity of the peak average pressure method, but noted that the shearing stresses at 
haunches may exceed the design values when explosive charges are moved towards 
comers. 

The concept of a dynamic load factor is introduced in the dynamic analysis section of 
Reference 5. A method is shown there whereby the response of the major elements of 
construction can be calculated from the knowledge of the peak average blast pressure 
averaged over the surface considered. the length of the pulse, and the natural period of 
vibration of the element. Quazi Hossain also suggested this method of analysis in 
Reference 2. 

The major elements of the Firing Chamber are the four walls, floor, roof slab, camera 
room overlay structure, inclined plate, bullnose, and the two doors. Except for the 
bullnose, their response has been calculated for a number of explosive weights and 
locations and compared with the design calculations. This has led to a more conservative 
drawing of the firing zones. As suggested by the'contractor the shearing stresses at a 
wall-haunch comer were calculated as a function of charge location and compared with 
the design calculations. 

11. BACKGROUND 

The University awarded a contract for the design of the Contained Firing Facility (CFF) 
to Parsons Infrastructure & Technology, Inc. of Pasadena, California. The Laboratory 
specified that the firing chamber be able to withstand repeated firings of 206.3 lbs. of 
TNT located in the center of the chamber. 4 feet above the floor, and repeated firings of 
120.3 Ibs. of TNT at the same height and located anywhere within 2 feet of the edge of a 
region on the floor called the anvil. Other requirements were that the chamber be able to 
accommodate the penetrations of the existing bullnose of the Bunker SO1 flash X-ray 
machine. the roof and north wall of the txisting underground camera room. and have two 
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blast resistant doors. It is anticipated that a great variety of explosive configurations will 
be detonated in the chamber. Some of these experiments will have more than one 
explosive charge, and for reasons of optimum optical ana electronic data coilection, i t  
will be necessary to locate the charges at points in the chamber that were not specifically 
considered by the designers. That is the rationale for these calculations, i.e. to answer the 
question: where can explosive charges be located so that the responses of all the major 
elements of construction do not exceed the design values? 

The detailed calculations and specifications to achieve the design criteria were performed 
by Parsons and are included in Reference 6. The 12 paze abstract in this Reference is 
especially valuable. 

Reference 5 ,  Structures to Resist the Eflects of Accidenral Explosiom, (TM5- 1300) is the 
primary design manual for structures of this type. It includes an analysis technique for 
the calculation of blast loadings within a cubicle or containment-type structure. Parsons 
used the TM5-1300 methods that are incorporated in the SHOCK code to calculate the 
loadings on the various firing chamber elements for the design criteria explosive weights 
and locations. At LLNL the same methods and code were used to calculate element 
loadings for a variety of other explosive weights and locations. TM5-1300 and the 
SHOCK code are written in the lb-ft-millisecond system of units. 

For the blast design of the firing chamber, the charge weights and locations were 
specified by LLNL in pounds of TNT prior to the initiation of the design work by 
Parsons. Because the Laboratory seldom uses charges of TNT, it is necessary to 
calculate the equivalency for a variety of plastic bonded explosives and other kinds of 
energetic materials. For its blast effects on structures, the equivalency of an explosive is 
the ratio of its heat of detonation to that of TNT. A ratio of 1.3 represents an average of 
the heats of detonation for a variety of explosives and this number was used to create the 
blast design requirements. In order to compensate for unknowns such as unexpected 
shock wave reflections, construction methods, quality of construction materials, etc. 
Reference 5 recommends that the TNT equivalent weight be increased by a factor of 1.2. 
This recommendation was adopted. The conceptual design of the facility chose the 
maximum weight of a generic explosive to be 60 Kg. Becoming a design requirement, 
60 Kg of a generic explosive was taken to be equivalent to 206.3 Ibs. of TNT according 
to the following calculation: 60 Kg x 2.204 lbsiKg x 1.3 x 1.2 = 206.3 lbs. Likewise for 
blast design purposes, 35 Kg of generic explosive is equivalent to 120.3 lbs. of TNT. 

11. CALCULATIONAL PROCEDURE 

In section 2-14.2.1. of Reference 5 ,  i t  is written: 

"An approximate method for the calculation of the internal shock pressures has been 
developed using theoretical procedures based on semi-empirical blast data and on the 
results of response tests on slabs. The calculated average shock pressures have been 
compared with those obtained from the results of tests of a scale-model steel cubicle and 
have shown good agreement for a wide range of cubicle configurations. This method 
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consists of the determination of the peak pressures and impulses acting at various points 
of each interior surface and then integrating to obtain the total shock load. In order to 
simplify the calculation of the response of a protective structure wall to these applied 
loads, the peak pressures and total impulses are assumed to be uniformly distributed on 
the surface. The peak average pressure and the total average impulse are given for any 
wall surface. The actual distribution of the blast loads is highly irregular, because of the 
multiple reflections and time phasing and results in localized high shear stresses in the 
element. The use of the average blast loads, when designing, is predicated on the ability 
of the element to transfer these localized loads to regions of lower stress. Reinforced 
concrete with properly designed shear reinforcement and steel plates exhibit this 
characteristic." 

The procedure for the determination of the shock loads was programmed for solutions on 
a digital computer. The results are presented in Reference 5 on 96 figures. Fortunately, 
the text and figures of TM5-1300 are available as computer software that includes the 
means to read the graphical data. In this way it is easy to obtain peak reflected pressure, 
impulse, pulse length and other variables as a function of the scaled distance 
(Z=R/WA1/3). In this expression, R is the distance from charge center to the surface in 
question and W is the weight of explosive in equivalent TNT pounds. The CFF firing 
chamber geometry is included in the range of the plotted variables so that extrapolation 
was not necessary, but interpolation between as many as 6 curves was required to fit 
some charge locations. The use of the SHOCK code greatly assists this process. Again 
from Reference 5, "The wall (if any) parallel and opposite to the surface in question has a 
negligible contribution to the shock loads for the range of parameters used and was 
therefore not considered." 

The calculation of an element response begins with a choice of explosive weight aqd 
location. With these input variables, the SHOCK code provides the maximum average 
shock pressure (Pav) and the impulse duration of an assumed triangular blast load (Td) on 
the element. The natural period of vibration (Tn) for each element was taken from either 
Reference 2 or 6. The ratio Td/Tn was then used with Figure 3-49 of Reference 5 to 
determine the dynamic load factor DLF. Alternatively, the following equation provides 
the DLF with a deviation from the graphed curve of Figure 3-49 that does not exceed 
5%. 

-(1.S9332)xT$" 
DLF = 1.89285 - 1.89543 x e 

The response of the element (rm) in pounds per square inch is found by multiplying the 
maximum average shock pressure by the dynamic load factor, thus: rm = Pav x DLF. 

I11 RESULTS FOR 4 FOOT EXPLOSIVE ELEVATION 

The governing or maximum calculated firing chamber major element responses are 
shown on Tlibie 1. The loclitions and weighrs of explosive in pounds of equivalent TNT 
are those specified by the Laboratory. used 5! Parsons, and bound the desisn of the firigg 
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Table 1 

f;: 1 ernent 
HE weight 
pounds 

1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
2 0 6 . 3  
2 0 6 . 3  
2 0 6 . 3  
3 2 0 . 3  
1 2 0 . 3  

CONTAINED FIRING FACILITY 
MAXIMUM CALCULATED FIRING CHAMBER ELEMENT DESIGN RESPONSES 

Parsons 
location 

L 3  
L5 
L4 
L4 
L6 
L2 
L2 
I32 
w4 
w5 

1.ocation in 
X Y 

ft ft 

1 5  4 
0 4 

- 9  4 
-9  4 

0 4 
0 4 
0 4 
0 4 
6 4 

-8 4 

chamber SHOCK code calcs. 
z Pav Td 

ft psi m s  

0 1 6 1 . 2  3 . 9 7  
1 3 . 5  1 1 8 . 5  5 . 5 5  

0 9 4 . 3  6 . 6 8  
0 9 4 . 3  6 . 6 8  

- 1 8 . 5  2 1 7 . 2  3 . 0 9  
0 4 0 0 . 9  
0 7 8 . 0  1 0 . 1 4  
0 6 7 . 2  8 . 3 2  

1 3  1 6 3 . 0  5 . 0 4  
1 3  1 8 4 . 0  4 . 8 3  

' i ' l ~ i . ;  c . o o r - c l i  n a t e  system origin is on the floor at the center of the chamber. 
l-'osi.t-ive (+x) 4s towards the north. 
P o s i t ' i v e  ( + y )  i s  towards the r o o f .  
P o s i l I j v e  (+z) is towards the east. 

dynamic response 
Tn load factor r m  
ms DLF psi 

1 2 6 . 1 6  1 4 . 5 3  0 . 7 8  
1 4 . 2 2  1 . 0 3  1 2 2 . 5 3  
1 3 . 0 2  1 . 2 1  1 1 3 . 9 1  
2 7 . 0 3  0 . 7 3  6 9 . 1 3  

1 4 2 . 3 1  1 4 . 2 2  0 . 6 6  

2 7 . 6 2  1 . 0 0  7 7 . 8 5  
22.1.4 1 . 0 2  6 8 . 2 8  
1 8 . 2 5  0.81 131.18  

3 . 4 4  1 . 6 7  3 0 7 . 1 0  

NW - iioi L l i  wall, etc. 



chamber. The SHOCK code calculations are those done by Parsons and can be found in 
Reference 6. The determination of the dynamic load factors and the element responses 
proceeded from the Parsons calculations and was performed by the author. 

A right-handed, orthogonal coordinate system was established to aid the understanding of 
the design effort and to facilitate the future location of experiments inside the firing 
chamber. The origin is at the center of the chamber floor, i.e. 27.5 feet from the east wall 
and 25.5 feet from the north wall. Positive (+x) is towards the north, positive (+y) is 
towards the roof, and positive (+z) is towards the east. 

Calculations for the west wall were performed as if no bullnose were present. 

The base of the south wall is connected to the camera room overlay structure with a 
hinge-like system of pins-in-slots. Two calculations were performed for the south wall 
because its natural period of vibration is different depending if the bottom is restrained or 
free. 

In order to avoid unknown close-in effects at the floor trench, the north 10 and 20 Kg 
boundaries were made coincident with the 35 Kg line. 

The southern 40 and 5 0  Kg boundaries were located such that the maximum average 
pressure and total average impulse on the inclined plate would be less than those 
calculated by Parsons for a 35 Kg explosive, 2 feet inside the anvil edge, and 
symmetrically located with respect to the camera room porthole array. The 35 Kg 
explosive causes higher forces on the inclined plate than the centered 60 Kg explosive 
because its scaled distance Z is approximately 1/2 that of the 60 Kg charge. 

The element response analysis for the floor slab is not applicable here because close-in 
effects dominate the phenomena. Reference 7 is applicable. 

The precision of location in elevation is dependent upon the response of the roof slab and 
the shock behavior of the floor. For a constant explosive weight, an increase in elevation 
of 6 inches would increase the peak reflected pressure on the roof by 5% and is 
considered reasonable. A decrease in elevation of 0.125 inches would increase the peak 
reflected pressure on the floor by 5% and is considered reasonable. 

Figure 1 is the map for the 4 foot explosive elevation. 
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Area descriptions for 4 foot explosive elevations: 

60 Kg Area 

A rectangle, 2 x 6 feet, with its south east corner at the origin. 

A combination of elastomeric materials, steel and aluminum plates has been constructed 
to attenuate the shocks driven into the floor slab. This square 8 x 8 foot assembly will be 
placed on the anvil under the explosive. Until the durability and usefulness of this "throw 
rug" has been proven, it seems prudent that the higher explosive weight experiments be 
moved no closer to the floor than 4 feet. 

A 35 Kg test at several locations within 2 feet of the anvil edge resclts in higher 
responses for the west and north walls than a 60 Kg test at the origin. That is why the 
region for a 60 Kg explosive is an area rather than a single point 4 feet above the origin. 
The response of the doors set into the east wall limit the approach in that direction. 

50 Kg Area 

A rectangle, 5.5 x 16 feet. The approach to the south is limited by the pressure and 
impulse delivered to the inclined plate. 

40 Kg Area 

A 5-sided polygon of the same general shape as the 35 Kg area. 

35 Kg Area 

A h i d e d  polygon located 2 feet inside the edge of the L-shaped region on the floor 
called the anvil. This configuration was a design requirement. The floor steel here is 4 
inches thick, while outside the anvil it is 2 inches thick. 

20 Kg Area 

A rectangle, 23 x 35 feet. 

10 Kg Area 

A rectangle, 23 x 37 feet. 

1.3Kg Area 

The 1.5 Kg area is a trapezoid with its comers located over the centers of the four most 
widely separated optical portholes in the camera room. Its purpose is to accommodate as 
many as 10 distributed explosive pads that are used with glass turning mirrors. The 
present weight of these explosive "mirror pads" is 75 %rams. but for some experiments 
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the weight may be increased to no more than 150 grams. Operating experience with 75 
gram mirror pads has shown that cracked porthole glasses may occur when the pads are 
placed closer than 18 inches to the glasses. It is likely that this critical distance will 
increase when larger explosive weights are used. With open air testing, this standoff 
distance was thought to be independent of the elevation of the main charge explosive. 
Multiple blast wave reflections in the firing chamber could substantially change the 
loading on the porthole glasses and cause them to crack. 

IV RESULTS FOR OTHER EXPLOSIVE ELEVATIONS 

Firing zone maps for elevations of 1,2, 3, 3.5, 8, and 12 feet are figures 2-7 

For elevations less than 4 feet, it is the shock behavior of the floor that determines what 
weight of explosive can be detonated. These maps were calculated by keeping a constant 
scaled distance (Z=0.677 for the 206.3 lb. TNT weight). The response of the other firing 
chamber elements would be little changed from what was calculated for the 4 foot 
elevation. 

For elevations greater than 4 feet the responses of the roof slab, south wall, and overlay 
structure determine the maps. In general, the response of a wall-like element will be 
Y greatest when the charge is located in a symmetrical position, i.e. centered. With 
increased elevations, the angle between the overlay and the charge increases as does the 
blast loading on it. For the maps, as charges are elevated their weight is diminished by 
keeping the Z distance to the roof constant and the boundaries near the overlay structure 
move toward the north to maintain the maximum designed response of the overlay. This 
movement to accommodate the overlay is greater than that required to keep the response 
of the south wall at its maximum design value. 

V. SHEAR CALCULATIONS 

Shearing stress calculations began with a SHOCK code determination of the average 
shock pressure (Pav) on a reduced area of the north wall. The reduced area is a rectangle 
on the wall, normal to the charge, and extending to the west as far as the haunch and 
bounded by the roof haunch and the floor slab. The total force on the reduced area is 
obtained by multiplying the average pressure Pav by the area. The result is then divided 
by the sum of the three areas A 1. A2, and A3 that are normal to the reduced area and 
which connect it to the balance of the wall, and to the roof and floor slabs. A pressure 
proportional to the shearing stress is obtained in this way. The calculation was done for 
the nearest 206.3 pound charse and for a 120.3 pound charge as a function of the location 
variable z. It was determined that the highest shearing stresses in the north wall will 
occur for a 120.3 pound charge placed on the anvil at the governing design location x = 
17, y = 4, z = -3.5 ft. Similar calculations were made for the north wall for other 
proposed charge weizhts and locations to ensure that the shearing stresses would be less 
than those calculated for the governins case. 
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V. TYPICAL SHOT CONFIGURATIONS 

Upon initial operation, the maximum total generic high explosive charge will be limited 
to 60 Kg. Management may wish to amend this requirement after the initial testing of 
the firing chamber is accomplished and when sufficient operating experience has been 
accumulated. 

A single bare or cased explosive charge can be placed anywhere within the firin, = zone 
appropriate to its weight, 
can be determined by simple linear interpolation between the several maps. 

Permissible locations for single charge intermediate weights 

For optical diagnostics, a typical shot consists of a main charge and four explosively- 
driven illuminating "candles" of 1.8 Kg charge weight each. Again, the total weight of 
the distributed explosives, including the optical porthole mirror pads, may not exceed 60 
Kg. The weight of the main charge will determine the appropriate firing zone. However, 
in the absence of any attenuating provisions, and in order not to exceed the design 
pressure on the floor, the 1.8 Kg candles may be placed no closer than 13 to 14 inches 
from the floor. 

Multiple explosive charges, split charges, and shaped charges present unusual shot setup 
configuration requirements. Care must be taken not only to limit the blast pressures on 
the firing chamber elements but also to protect the structures from high velocity jets. Part 
of management's shot approval process includes a peer review panel. Experiments of 
the type considered in this paragraph will be submitted to the panel for further analysis 
and approval. 

VI. CONCLUSIONS 

The firing zone maps are meant to be used by ramrods, physicists, engineers, and bunker 
personnel for the safe placement of explosives in the facility. The objective is to 
maintain a minimum safety factor of 1.7 to the elastic limit for the most heavily stressed 
chamber element. It is important to point out that the zones are based solely on 
calculations with the assumption that the firing chamber will meet its design objectives. 
The firing chamber will be fitted with gauges to measure strain. As testing and operating 
experience are accumulated, the map profiles may be adjusted. In addition, deviations 
from these maps are possible with appropriate analyses, approval and planning, and 
through the use of blast attenuation and mitigation measures. 

The most heavily stressed element in the firing chamber will be the floor. Various 
configurations of attenuating materials have been tested that minimize blast damage to 
the floors of explosive testing chambers. Some examples can be found in Reference 8. 
Additional experimental studies have been conducted towards the design of an 
attenuating system for use in the firing chamber. Our intention is to use such a system 
until experience shows that it may not be necessary. 
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Appendix A 

Appendix A copies the design and response calculations from Table 1 for comparison 
with similar calculations that were done to create the firing zone maps. 
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Appendix A 

CONTAINED P’I RING FACILITY 
SUMMARY OF SHOCK CODE AND ELEMENT RESPONSE CALCULATIONS 

distance 
TNT to location reponse 

we i y h  t element x Y Z Pav td tn rm 
run 1bs. e 1 emen t ft ft f t  f t  psi ms ms DLF psi 

d e s i g n  calculations, 
120.3 NW 
120.3 EW 
120.3 SWr 
120.3 SWf 
120.3 ww 
206.3 FS 
206.3 RS 
206.3 Overlay 
120.3 E q u i p .  Dr. 
1:!0.3 I’ers. Dr 

1 .I,f,!T I cci 1 c 11 1 at ions 
C1 120.3 
(7 2 320.3 
r3 120.3 
I ,  I 0 120.3 
13’1.3 137.3 
I . ’ ]  I 137.3 
1, I :,! 137.3 
F l 3  137.3 
F14 137.3 
171.6 171.6 
PI 5 171.6 
FI 6 171 .6 
I.’ 1 ‘ I  1’11.6 
1‘1 i i  171 . G 
11 1 206.3 
u2 206.3 
113 206.3 
D .1 206.3 
1) 5 206.3 
D6 206.3 
D 7 206.3 
rn 206.3 
U 9  206.3 

Nw 
NW 
Nw 
NW 
NW 
NW 
NW 
NW 
Nw 
Nw 
Nw 
Nw 
NW 
NW 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 

(governing) 
10.5 15 
14.0 0 
16.5 -9 
16.5 -9 
9.0 0 
4.0 0 
26.0 0 
1.7 0 
18.5 6 
18.5 -8 

8.5 
8.5 
19.5 
8.5 

20.5 
10.5 
12.5 
14.5 
16.5 
22 

12.5 
14.5 
16.5 
1 B . 5  
10 
10 
10 
10 
10 
10 
12 
12 
12 

17 
17 

6 
17 
5 
15 
13 
11 
9 

3.5 
13 
11 
9 
7 

15.5 
15.5 
15.5 
15.5 
15.5 
15.5 
13.5 
13.5 
13.5 

4 0 
4 13.5 
4 0 
4 0 
4 -18.5 
4 0 
4 0 
4 0 
4 . 13 
4 13 

4 
4 
1 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 

-18.5 
-3.5 
-3.5 

- 1  1 .!I 
0 

-11.5 
-11.5 
-11.5 
-11.5 

0 
-11.5 
-11.5 
- 1 1 . 5  
-11.5 
-18.5 
-15.5 
-12.5 
-9.5 
-6.5 
-3.5 
-18.5 
-15.5 
-12.5 

161.2 
118.5 
91.3 
94.3 

217.2 
400.9 
78.0 
67.2 
163.0 
184.0 

202.6 
220.4 
77.1 
216.3 
81.0 
178.1 
139.7 
114.7 
99.9 
88.3 
172.5 
138.5 
119.4 
103 .7 
267.2 
282.6 
289.6 
293.6 
296.3 
297.9 
196.1 
208.7 
215.8 

3.97 14.53 0.78 126.16 
5.55 14.22 1.03 122.53 
6.68 13.02 1.21 113.91 
6.68 27.03 0.73 69.13 
3.09 14.22 0.66 142.31 

10.14 27.62 1.00 77.85 
8.32 22.14 1.02 68.28 
5.04 18.25 0.81 131.48 
4.83 3.44 1.67 307.10 

Not applicable 

3.11 
2.93 
8.09 
2.96 
8.40 
3.89 
4.91 
5.98 
6.94 
8.90 
4.63 
5.72 
6.71 
7.63 
3.42 
3.20 
3.14 
3.12 
3.11 
3.10 
4.58 
4.38 
4.19 

14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
34.53 
14.53 
14,53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 

0.63 
0.60 
1.27 
0 . G O  
1.26 
0.75 
0.90 
1.02 
1.13 
1.30 
0.86 
0.99 
I. 10 
1.19 
0.68 
0.64 
0.63 
0.63 
0.63 
0.63 
0.85 
0.82 
0.79 

127.33 
131.97 
97.53 
130.61 
101.92 
133.74 
125.11 
1 17 .3 5 
112.42 
114.64 
147.63 
137.55 
1 3 1 . 57 
173.54 
181.38 
181.86 
183.52 
185.09 
186.31 
186.82 
166.50 
171.45 
171.49 



TNT 
weight 

l b s .  

206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
201,. 3 
2 0 6 . 3  
206.3 
206.3 
2 0 6 .  3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
206.3 
171.6 
137.3 

120.3 
120.3 
120.3 
206.3 
2 0 6 . 3  
206.3 
206.3 
206.3 
206.3 
171.6 
171.6 
171.6 
171.6 
13'). 3 
137.3 
137.3 
137,3 
137.3 

element 

Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
Nw 
NW 
N W 
Nw 
NW 
EIW 
Nw 
Nw 
Nw 
NW 
NW 
Nw 
Nw 
Nw 
Nw 

EW 
EW 
EW 
EW 
E W 
EW 
KW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 

distance 
to 

element 
ft 

12 
12 
12 
14 
14 
14 
14 
14 
14 
18 
20 
2 2  
21 
22 

25.5 
23.5 
21.5 
19.5 
17.5 
15.5 
13.5 
11.5 
9.5 
22 

20.5 

13 
13 
13 

25.5 
23.5 
21.5 
19.5 
17.5 
15.5 
25.5 
23.5 
21.5 
19.5 
23.5 
21.5 
19.5 
17.5 
15.5 

X 

ft 

13.5 
13.5 
13.5 
11.5 
11.5 
11.5 
11.5 
11.5 
11.5 
7.5 
5.5 
3.5 
4.5 
3.5 
0 
2 
4 
6 
8 
10 
12 
14 
16 

3.5 
5 

19.5 
-1 
-6 
-2 
-2 
-2 
-2 
-2 
-2 

0 
0 
0 
0 
0 
0 
0 
0 
0 

location 
Y 
ft 

4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
1 
4 
4 
4 
4 
4 

4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 

Z 

f t  

-9.5 
-6.5 
-3.5 
-18.5 
-15.5 
-12.5 
-9.5 
-6.5 
-3.5 
-11 
-11 

1 1  
- 1 3  
- G  

0 
0 

o 

0 
0 
0 
0 
0 

14.5 
14.5 
14.5 

2 
4 
6 
8 

10 
12 
2 
4 
6 
8 
4 
G 
8 
10 
12 

n 

, o  

n 

Pav 
psi 

219.9 
222.6 
224.1 
154.6 
165.3 
172.6 
176.7 
179.1 
180.5 
125.8 
109.5 
95.3 
101.9 
100.2 
88.7 
94.9 
105.1 
120.1 
136.2 
155.8 
190.7 
240.2 
318.9 
88.3 
01.0 

127.0 
128.4 
127.0 
91.5 
90.5 
110.0 
126.2 
143.7 
164.9 
79.0 
86.0 
94.8 
108.1 
72.6 
80.3 
89.8 
103.2 
118.9 

t d  
ms 

4.14 
4.10 
4.08 
5.72 
5.44 
5.19 
5.09 
5.04 
5.01 
7.14 
8.09 
9.28 
8.64 
8.94 
10.17 
3.34 
8.42 
7.40 
6.57 
5.76 
4.77 
3.83 
2.90 
8.90 
8.40 

5.17 
5.13 
5.17 
10.36 
9.55 
8.37 
7.31 
6.47 
5.66 
10.99 
9.60 
8.61 
6.58 
9.88 
8.83 
7.89 
6.87 
6.01 

tn 
ms DLF 

14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 

14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 
14.22 

0.79 
0.78 
0.78 
0.99 
0.96 
0.93 
0.92 
0.91 
0.91 
1.15 
1.23 
1.33 
1.28 
1.30 
1.39 
1.33 
1.26 
I .17 
1.09 
1.00 
0 * 87 
0.74 
0.59 
1.30 
1.26 

0.94 
0.94 
0.94 
1.42 
1.36 
I. 27 
I .I8 
1.09 
1.00 
1.45 
1.36 
1.29 
1.20 
1 . 3 8  
1.31 
1.23 
1.13 
1.04 

reponse 
rm 
psi 

173.17 
174.01 
174.53 
153.53 
158.64 
160.31 
161.88 
162.94 
163.52 
144.05 
134.91 
136.46 
130.2 
130.39 
123.2 
126.35 
132.41 
140.51 
148.11 
155.45 
166.78 
178.22 
189.34 
114.65 
101.93 

119.46 
120.13 
119.46 
129.54 
134.1 
139.81 
148.51 
156.92 
165.03 
114.88 
117.39 
122.35 
129.94 
100.5 

105.03 
110.45 
116. 98 
123.82 



1'1 1'1' 
w e i g h t  

r11n lbs. 

(; 1 
G 2 
G 3  
G4 
G 5 
G 6  
G'J 
G n  
(;9 

01 L 
01 1- 
Q 1 2 f  
Q12r 

1)23 
112 5 
E l  6 
E1 7 
E l  8 
E l  9 
E2 0 
F10 
F1 I 
F l 2  
F13 
F14 
F15 
V I  6 
FI ' I  
1;lH 

8 2  
B5 
8 8  

BI 0 
B11 
t3 l  2 
lJ1 .j 

I315 
B 1 6  
R17 

n g  

nirl 

6 8 . 8  
68 8 
6 8 . 8  
6 8 . 8  
3 4 . 4  
3 4 . 4  
3 4 . 4  
3 4 . 4  
3 4 . 4  

2015.3 
2 0 6 . 3  
1 2 0 . 3  
1 2 0 . 3  

2 0 6 . 3  
2 0 6 . 3  
1 7 1 . 6  
1 7 1 . 6  
171 . 6  
1 3 7 . 3  
1 3 7 . 3  
1 2 0 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 7 1  . 6  
1'11, 6 
1 7 1 . 6  
1 7 1 . 6  

2 0 6 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 7 1 . 6  
1 7 1 . 6  
1 3 7 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 3 7 . 3  
1 2 0 . 3  
1 2 0 . 3  

e 1 emen t 

12 w 
EW 
EW 
EW 
EW 
EW 
EW 
EW 
EW 

sw 
sw 
sw 
sw 

ww 
ww 
ww 
ww 
ww 
ww 
ww 
ww 
ww 
W 
ww 
ww 
ww 
ww 
ww 
ww 

Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Overlay 
Over lay 

distance 
to 

e 1 emen t 
ft 

1 3  
11 

9 
7 

1 3  
11 

9 
7 
5 

2 5 . 5  
2 5 . 5  
1 9 . 5  
1 9 . 5  

1 6 . 5  
2 1 . 5  
1 7 . 5  
1 5 . 5  
1 3 . 5  
1 3 . 5  
1 1 . 5  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  
1 6 . 0  

1 . 7 1  
1 . 7 1  
1 . 7 1  
1.71 
1 . 7 1  
1 . 7 1  
1 . 7 1  
2 . 7 1  
3 . 7 1  
4 . 7 1  
1 . 7 1  
3 :11 

X 

f t  

0 
0 
0 
0 
0 
0 
0 
0 
0 

0 
0 

-6  
-6  

4 . 5  
3 . 5  

0 
0 
0 
0 
0 

1 7 . 0  
1 5 . 0  
1 3 . 0  
1 1 . 0  

9 . 0  
1 3 . 0  
1 1 . 0  

9 . 0  
7 . 0  

0 
- 6  
-6 
-2  
-4  
-4  
- 5  
-5 
- 5  
-5 

- 5 . 8  
- 5 . 8  

1 ocat i on 
Y 
ft  

4 
4 
4 
4 
4 
4 
4 
4 
4 

4 
4 
4 
4 

4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
4 

4 
4 
4 
4 
4 
4 
4 
5 
6 
7 
4 
G 

z 
f t  

1 4 . 5  
1 6 . 5  
1 8 . 5  
2 0 . 5  
1 4 . 5  
1 6 . 5  
1 8 . 5  
2 0 . 5  
2 2 . 5  

0 
0 
0 
0 

-11  
-6  

-10 
- 1 2  
- 1 4  
- 1 4  
- 1 6  

- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  
- 1 1 . 5  

0 
- 7 . 6 9  

0 
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  

Pav 
psi 

8 2 .  n 
9 6 . 8  

1 2 5 . 4  
1 7 8 . 5  

4 8 . 7  
5 6 . 8  
6 7 . 8  
9 0 . 8  

1 4 0 . 8  

8 8 . 5  
8 8 . 5  
7 7 . 5  
7 7 . 5  

1 5 1 . 5  
1 0 9 . 5  
1 2 9 . 3  
1 4 1 . 1  
1 7 0 . 1  
1 3 7 . 7  
1 7 2 . 7  
2 1 6 . 3  
1 7 8 . 1  
1 3 9 . 7  
17.4.7 

9 9 . 9  
1 7 2 . 5  
1 3 8 . 5  
1 1 9 . 4  
1 0 3 . 7  

6 7 . 2  
1 0 2 . 6  

9 8 . 9  
7 7 . 4  
9 9 . 1  
8 4 . 9  

97  
1 0 4 . 1  
1 1 5 . 7  

1 2 9  
9 9 . 6  

1 2 2 . 7  

td 
ms 

5 . 5 2  
4 . 7 4  
3 . 6 7  
2 . 6 0  
5 . 9 5  
5 . 1 3  
4 . 2 9  
3 . 2 1  
2 . 0 8  

1 0 . 3 4 ,  
1 0 . 3 4  

8 . 0 6  
8 . 0 6  

6 . 1 2  
8 . 4 2  
6 . 6 1  
5 . 8 6  
4 . 9 1  
5 . 2 2  
4 . 2 0  
2 . 9 6  
3 . 8 9  
4 . 9 3  
5 . 9 8  
6 . 9 4  
4 . 6 3  
5 . 7 2  
6 . 7 1  
7 . 6 3  

8 . 3 2  
4 . 4 9  
4 . 4 5  
6 . 8 5  
5 . 5 7  
5 . 6 7  
5 . 0 7  
4 . 8 6  

4 . 5  
4 . 1 4  
4 . 6 1  
3 . 9 8  

tn 
ms 

1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  

2 7 . 0 3  
1 3 . 0 2  
2 7 . 0 3  
1 3 . 0 2  

1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  
1 4 . 2 2  

2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  

DLF 

0 . 9 8  
0 . 8 8  
0 . 7 3  
0 . 5 5  
1 . 0 3  
0 . 9 4  
0 . 8 2  
0 . 6 6  
0 . 4 6  

0 . 9 7  
1 . 4 7  
0 . 8 2  
1 .31  

1 . 0 5  
1 . 2 8  
1.11 
1 . 0 2  
0 . 9 1  
0 . 9 5  
0 . 8 1  
0 . 6 1  
0 . 7 6  
0 . 9 1  
1 . 0 4  
1 . 1 4  
0 . 8 7  
1 . 0 1  
1 . 1 2  
1 . 2 1  

0 . 9 6  
0 . 6 0  
0 . 6 0  
0 . 8 4  
0 . 7 2  
0 . 7 3  
0 . 6 6  
0 . 6 4  
0 . 6 0  
0 . 5 6  
0 . 6 1  
0 . 5 4  

reponse 
rm 
psi 

8 1 . 4 8  
8 5 . 6 2  
9 1 . 5 6  
9 8 . 5 5  
5 0 . 3 8  
5 3 . 1 4  
5 5 . 7 5  
5 9 . 6 3  
6 4 . 2 0  

8 6 . 2 1  free 

6 3 . 1 7  free 
1 3 0 . 2 2  restrained 

1 0 1 . 1 9  restrained 

1 5 9 . 6 4  
1 3 9 . 6 2  
1 4 3 . 1 0  
1 4 4 . 5 1  
1 5 4 . 2 9  
1 3 0 . 3 9  
1 3 9 . 7 7  
1 3 2 . 9 7  
. 3 5 . 9 9  
1 2 7 . 0 7  
1 1 9 . 0 4  
1 1 3 . 9 3  
1 4 9 . 9 9  
1 3 9 . 5 7  
1 3 3 . 3 8  
1 2 5 . 1 1  

6 4 . 6 7  
6 1 . 7 4  
5 9 . 0 8  
6 4 . 8 4  
7 0 . 9 3  
6 1 . 6 1  
6 4 . 4 3  
6 6 . 8 3  
6 9 . 7 6  
7 2 . 5 7  
6 1 . 2 5  
6 6 . 7 8  



TNT 
weight 

Ibs .  

1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 2 0 . 3  
1 3 7 . 5  
G8.46 

element 

Overlay 
Overlay 
Over 1 ay 
Overlay 
Overlay 
Overlay 
Over 1 ay 
Overlay 
Overlay 
Over lay 
Overlay 
Overlay 
Overlay 
Overlay 
Over 1 ay 

6 8 . 8  E q u i p .  door 
6 8 . 8  E q u i p .  door 
6 8 . 8  E q u i p .  door 
G H .  t3 E q u i p .  door 
6 8 . 8  E q u i p .  door 
6 8 . 8  E q u i p .  door 
6 8 . 8  E q u i p .  door 
3 4 . 4  E q u i p .  door 
3 4 . 4  E q u i p .  door 
3 4 . 4  Equip. door 
3 4 . 4 k : q u  i 1). door 
3 4 . 4  E q u i p .  door 
3 4 . 4  E q u i p .  door 

distance 
to 

e 1 emen t 
f t  

5 . 7 1  
7 . 7 1  
9 . 7 1  

1 1 . 7 1  
1 3 . 7 1  

3 . 7 1  
3 . 7 1  
3 . 7 1  
3 . 7 1  
9 . 7 1  
9 . 7 1  
9 . 7 1  
9 . 7 1  
5 . 7 1  
9 . 7 1  

1 6 . 5  
1 6 . 5  
1 6 . 5  
1 6 . 5  
1 6 . 5  
1 6 . 5  
1 6 . 5  
1 4 . 5  
1 4 . 5  
1 4 . 5  
1 4 . 5  
1 4 . 5  
1 4 . 5  

3 4 . 4  E q u i p .  door 1 4 . 5  

X 

ft 

- 5 . 8  
- 5 . 8  
-5 .8  
- 5 . 8  
- 5 . 8  
- 4 . 8  
- 3 . 8  
- 2 . 8  
-1.8 
- 4 . 8  
- 3 . 8  
- 2 . 8  
- 1 . 8  
- 2 . 3  
- 2 . 3  

6 
8 

1 0  
1 2  
1 4  
1 6  
1 8  

6 
8 

10 
1 2  
1 4  
1 6  
18 

location 
Y 
ft 

8 
10 
1 2  
1 4  
16  

6 
6 
6 
6 

12 
1 2  
1 2  
12 

8 
1 2  

4 
4 
4 
4 
4 
4 
4 
4 
4 
4 
1 
4 
4 
4 

2 

ft 

- 1 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 1 , 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  
- 7 . 6 9  

11 
11 

, 11 
I1 
11 
1 3  
1 1  
1 3  
1 3  
1 3  
1 3  
1 3  
1 3  
1 3  

Pav 
psi  

1 4 8 . 1  
1 4 7 . 6  
1 3 2 . 3  
1 2 0 . 8  
1 1 2 . 5  
1 0 1 . 3  

8 5 . 7  
7 3 . 7  
6 3 . 7  

1 1 2 . 3  
9 5 . 1  
8 1 . 0  
7 0 . 3  
8 0 . 9  
4 7 . 9  

1 2 7 . 1  
1 3 8 . 7  
1 4 8 . 9  
1 5 6 . 0  
1 5 9 . 0  
1 5 7 . 5  
1 5 1 . 7  

8 8 . 3  
1 0 0 . 6  
1 .11 .7  
1 1 9 . 5  
1 2 2 . 8  
1 2 1 .  I 
1 1 4 . 8  

t d  
ms 

3 . 4 7  
3 . 5 8  
4 . 0 7  
4 . 5 3  
4 . 9 3  
4 . 7 0  
5 . 4 0  
6 . 1 2  
6 . 9 0  
4 . 6 5  
5 . 3 4  
6 . 1 0  
6 . 8 7  
6 . 2 3  
7 . 0 6  

4 . 5 8  
4 . 4 9  
4 . 5 3  
4 . 4 4  
4 . 4 2  
4 . 4 8  
4 . 6 3  
4 . 3 0  
4 . 0 2  
3 . 8 8  
3 . 9 2  
3 . 8 8  
3 . 9 4  
4 . 1 1  

tn 
RIS 

2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  
2 2 . 1 4  

1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  
1 8 . 2 5  

DLF 

0 . 4 8  
0 . 5 0  
0 . 5 5  
0 . 6 1  
0 . 6 5  
0 . 6 2  
0 . 7 0  
0 . 7 7  
0 . 8 4  
0 . 6 2  
0 . 6 9  
0 . 7 7  
0 . 8 4  
0 . 7 8  
0 . 8 6  

0 . 7 1  
0 . 7 0  
0 . 7 1  
0 . 7 0  
0 . 6 9  
0 . 7 0  
0 . 7 2  
0 . 6 8  
0 . 6 4  
0 . 6 3  
0 . 6 3  
0 . 6 3  
0 . 6 3  
0 . 6 6  

reponse 
rm 
psi 

7 1 . 7 0  
7 3 . 4 0  
7 3 . 3 7  
7 3 . 2 3  
7 3 . 0 7  
6 3 . 2 9  
5 9 . 8 6  
5 6 . 7 3  
5 3 . 6 5  
6 9 . 5 5  
65 .84  
6 2 . 2 0  
5 9 . 0 2  
6 3 . 1 3  
4 1 . 0 3  

9 0 . 7 8  
9 7 . 5 3  

1 0 5 . 4 4  
1 0 8 . 7 3  
1 1 0 . 4 3  
1 1 0 . 5 5  
1 0 9 . 2 7  

6 0 . 0 0  
6 4 . 7 6  
6 9 . 8 6  
7 s . 3 7 
7 6 . 8 1  
7 6 . 7 0  
7 5 . 2 3  



Appendix B 

Appendix B copies part of the Parsons calculations that were made to design the inclined 
plate (Reference 6). The calculations at LLNL were done to locate the 40 and 50 Kg 
southern boundaries. The criteria was to not exceed the Pav that was calculated for the 
35 Kg charge. Use of the reduced area feature of the SHOCK code resulted in the 4 sets 
of values for each explosive weight. For the 40 and 50 Kg weights, the maximum Pav is 
less than the design values for the closer-in 35 Kg charge. For three of the calculations 
the calculated impulse was as much as 6% higher than that calculated for the 35 Kg 
charge . 
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fi.1enanie: sum7 .xls 

APPENDIX B 

CFF SHOCK CODE SUMMARY # 7 ,  INCLINED PLATE DESIGN PRESSURES, IMPULSES, AND DURATION 
4 FOOT SHOT ELEVATION, ON LINE BISECTING PORTHOLE 7-FP 

run & Equiv. TNT distance Max Av. Tot Av. Duration 
11. E. weight weight to plate Pav I av Td 

Kg . l b s .  ft psi psi -ms ms 

PARSONS CALCULATION 
B-70 35 1 2 0 . 3 0  5 . 0 1  5 6 5 7 . 8 0  8 7 8 . 9 0  0 . 3 1  top piece local 
B-71 3 5  1 2 0 . 3 0  5 . 0 1  6 5 7 7 . 0 0  1 0 0 5 . 0 0  0 .31  bot piece local 
b- ' l2  3 5  1 2 0 . 3 0  5 . 0 1  1 4 0 6 . 9 0  2'10.20 0 . 3 8  top piece overall 
B-73 35 1 2 0 . 3 0  5 . 0 1  1 5 3 0 . 6 0  2 8 7 . 4 0  0 . 3 8  bot piece overall 

ON 
1 3 7 . 3 0  
1 3 7 . 3 0  
1 3 7 . 3 0  
1 3 7 . 3 0  
1 7 1 . 6 0  
I ' I l .  G O  
1 7 1 . 6 0  
1 7 1 . 6 0  

6 . 2 0  
6 . 2 0  
6 . 2 0  
6 . 2 0  
8 .  -75 
8 . 7 5  
8 . 7 5  
8 . 7 5  

4 4 8 8 . 0 0  7 8 6 . 2 0  
4 9 2 5 . 0 0  ' 8 4 6 . 0 0  
1 2 6 5 . 8 0  2 8 3 . 3 0  
1 3 3 5 . 6 0  2 9 3 . 2 0  
2 6 0 0 . 2 0  61 8.3.0 
2 7 S 3 . 9 0  6 4 5 . 0 0  

9 2 4 . 9 0  2 8 7 . 3 0  
7 7 0 . 7 0  2 4 3 . 3 0  

0.35 top piece local 
0 . 3 4  bot piece local 
0 . 4 5  top piece overall 
0 . 4 4  bot piece overall 
0 . 4 8  top piece 1.ocal. 
0 . 4 7  bot piece local 
0 . 6 2  top piece overall 
0 . 6 5  bot piece overall. 

impulse 
excess 

% 

5 . 0 0  
2 . 0 0  

6 . 0 0  



Appendix C 

Appendix C presents the results of the shear stress calculations for the north wall. 
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filename: sum5.xls 
Appendix C 

CFF SHOCK CODE SUMMARY # 5 ,  NORTH WALL SHEAR CALCULATIONS 
4 FEET ABOVE THE FLOOR REDUCED AREA AT WEST HAUNCH CONNECTION 

NORTH WALL 

r u n  

T1 - L2 
T2 - C 1  
T3 - c2 
T4 - C3 
T5 - L3 
T6 - 40 
T12 - 40 
n o  - so 
'1'11 - 50 

run  

rri - ~2 
1'2 - Cl 
1'3 - C% 
T4 - C3 

'1'6 - 4 0 
T12 - 40 
T I 0  - 50 
TI1 - 50 

T S  - ~3 

TNT 
weight 
lbs. 

206.3 
120.3 
120.3 
120.3 
120.3 
137.3 
137.3 
171.3 
171.3 

Td / Tn 

0.63 
0.11 
0.35 
0.47 
0.23 
0.24 
0.18 
0.61 
0.51 

distance 
to 

area 
ft 

25.5 
8.5 
8.5 
19.5 
10.5 
11.5 
11.5 
22.0 
22.0 

calc. 

TM5 
DLF 

1.32 
0.35 
0.48 
1.11 
0.67 
0.70 
0.55 
1.29 
1.17 

fig 3-49 

X 
ft 

0.0 
17.0 
17.0 
6.0 
15.0 
14.0 
14.0 
3.5 
3.5 

rm 
DLFxPav 

psi 

137.9 
255.6 
3.64.8 
114.2 
142.1 
154.8 
227.9 
118.1 
151.1 

Locat ion 
Y 
f t  

4.0 
4.0 
4.0 
4.0 
4.0 
4.0 
4.0 
4.0 
4.0 

reduced 
area 
sq ft 

611.0 
130.0 
520.0 
520.0 
611.0 
598.0 
195.0 
767.0 
351.0 

Z Pav 
f t  psi 

0.0 
-18.5 
-3.5 
-3.5 
0.0 
-0.5 

-16.0 
6.0 

-10.0 

104.4 
738.5 
343.9 
102.9 
213.3 
221.8 
411.1 
91.3 
128.7 

perimeter 
force 1 ength 
l b s .  f t  

9,185,529.6 73.0 
13,824,720.0 36.0 
25,751,232.0 66.0 
7,705,152.0 66.0 
18,766,987.2 73 .O 
19,099,641.6 72.0 
11,543,688.0 41.0 
10,083,902.4 85.0 
6,505,012.8 53.0 

Duration 
Td 
ms 

9.19 
1.56 
2.25 
6.78 
3.34 
3.54 
2.67 
8.84 
7.44 

shear 
area 
sq in 

57,816 
28,512 
52,272 
52,272 
57,816 
57,024 
32,472 

I 67,320 

Tn 
ms 

14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 
14.53 

shear 
stress 
psi 

158.88 
484.87 
492.64 
147.40 
324.60 
334.34 
355.50 
149.79 

41,976 154.97 



Coordinate System 
Right handed and orthogonal 
Origin centered on the floor 

Positive "x" towards the NorVl 
Positive "y" towards the Roof 
Positive "2" towards the East 

20 Kg b 

a 

C 10 Kg 

4 foot elevation 
X 
f l  
0 
2 
2 
0 

-2 
3.5 
3.5 

-2 

-5 
14 
14 
5 
5 

-5 

-6 
17 
17 
6 
6 

-6 

-6 
17 
17 
-6 

-6 
17 
17 
-6 

-22 
-17.1 
-17.1 
-22 

Y 
R 
4 
4 
4 
4 

4 
4 
4 
4 

4 
4 
4 
4 
4 
4 

4 
4 
4 
4 
4 
4 

4 
4 
4 
4 

4 
4 
4 
4 

Explosive Weight 
Kilograms point 

60 a 
b 

d 
C 1 d 

50 a 
b 

d 
C 

40 a .  
b 

d 
e 
f 

C 

-10 
-10 

6 
6 

-16 
-16 
-6 
-6 
12 
12 

4 feet Above floor 
f 

L 
35 a 

b 

d 
C 

-18.5 
-18.5 
-3.5 
-3.5 
14.5 
14.5 

e 
f 

20 a 
b 

d 
C 

-18.5 
-18.5 
16.5 
16.5 

10 a 
b 

d 
C 

-18.5 
-18.5 
18.5 
18.5 

1.5 a 
b 

d 
C 

-23.1 
-20.7 

4.5 
6.9 

I l / .  . 



V I  

- Q- 

Explosive Weight 
Kilograms 

1 

1.5 

point 
a 
b 
C 
d 
e 
f 

a 
b 

d 
C 

Coordinate System 
Right handed and orthogonal 
Origin centered on the floor 

Positive "x" towards the North 
Positive "y" towards the Roof 
Positive "z" towards the East 

X 
ff 
-6 
17 
17 
6 
6 

-6 

1 foot elevation 
Y 
ff 
1 
1 
1 
1 
1 
1 

2 
R 

-18.5 
-18.5 
-3.5 
-3.5 
14.5 
14.5 

-22 
-17.1 
-17.1 
-22 

-23.1 
-20.7 

4.5 
6.9 



- c- 
Coordinate System 

Right handed and orthogonal 
Origin centered on the floor 

b Positive "x" towards the North 
Positive "y' towards the Roof 
Positive "z" towards the East 

2 foot elevation 
X Y .  
fl R 
-6 2 
17 2 
17 2 
6 2 
6 2 

-6 2 

Explosive Weight 
Kilograms 

7.5 

z 
fl 

-18.5 
-18.5 
-3.5 
-3.5 
14.5 
14.5 

point 
a 
b 

d 
e 
f 

a 
b 

d 

C 

C 

-22 
-17.1 
-17.1 
-22 

-23.1 
-20.7 

4.5 
6.9 .. 

1.5 
2 feet Above floor 

f 3 

/ ' TOTAL DISTRIE~JTED.EXP~OSIM 1.5 K Q .  ' \ . s .- 

.2i 

A: :'? 
: . i:p. 

. .:. . .  

I I I I f  I I I 
I I .-. I . d 



+ 

< QUuYW I I I t ?  

p q f  ..-.. 

1 
I .-. . h** I I I 1 I d .. ...-. b 

P 

1 

- Q- 

Explosive Weight 
Kilograms point 

20 a 
b 

d 
C 

10 

1.5 

a 
b 

d 
C 

a 
b 

d 
c 

Coordinate System 
Right handed and orthogonal 
Origin centered on the floor 

Positive k" towards the North 
Positive "y" towards the Roof 
Positive "2" towards the East 

X 
ft 
-6 
17 
17 
-6 

-6 
17 
17 
-6 

-22 
-17.1 
-17.1 
-22 

3 foot elevation 
Y 
R 
3 
3 
3 
3 

3 
3 
3 
3 

2 
ft 

-18.5 
-18.5 
16.5 
16.5 

-18.5 
-18.5 
18.5 
18.5 

-23.1 
-20.7 

4.5 
6.9 

- 



;.+.. :. \ / . .I.' 
y:;. 

cfnmrrc '. 
.... . . .  

wn $#a ... 
yu 

... ,....p. 
k. 
... WlDE FKE 

QTRMol 
ULL 

Coordinate System 
Right handed and orthogonal 
Origin centered on the floor 

Positive "x" towards the North 
Positive "y" towards the Roof 
Positive "z" towards the East 

t;! , 
20 Kg C b C 

3-112 foot elevation 
X 
ff 
-5 
14 
14 
5 
5 

-5 

-6 
17 
17 
6 
6 

-6 

-6 
17 
17 
-6 

-6 
17 
17 
-6 

-22 
-17.1 
-17.1 
-22 

Y 
fl 

3.5 
3.5 
3.5 
3.5 
3.5 
3.5 

3.5 
3.5 
3.5 
3.5 
3.5 
3.5 

3.5 
3.5 
3.5 
3.5 

3.5 
3.5 
3.5 
3.5 

z 
ff 
-16 
-16 
-6 
-6 
12 
12 

Explosive Weight 
Kilograms point 

40 a 
b 

d 
e 
f 

C 

I Sh 
W K 9  e 

43 

3.5 feet Above Floor 
a .  f 

35 -18.5 
-18.5 
-3.5 
-3.5 . 
14.5 
14.5 

20 -18.5 
-18.5 
16.5 
16.5 

a 
b 

d 
C 

-18.5 
-18.5 
18.5 
18.5 

a 
b 

d 
C 

1.5 -23.1 
-20.7 

4.5 
6.9 

a 
b 

d 
C 

.*'.E .... 
y::.k 
' 3  .... 

. .  I I I I I /  I I 
1 1 1 1 1 1  a d m 

I I I I 1 A  I I I I I I 
.. a-. 



DulllEcfarmo 
r*I M Y  r 

@-I- 

\\ -3.: j -.i:, 

b 

~ 

20 KQ C 

8 feet Above floor 

f 

I I . 1 / .  . 

7 

Coordinate System 
Right handed and orthogonal 
Origin centered on the floor 

Positive "x' towards the North 
Positive "y" towards the Roof 
Positive .z" towards the East 

Explosive Weight 
Kilograms point 

40 a 
b 

d 
e 
f 

C 

35 

20 

1.5 

a 
b 
C 
d 

a 
b 

d 

a 
b 

d 

C 

C 

X 
fl 

-2.3 
14 
14 
5 
5 

-2.3 

-3.3 
17 
17 
6 
6 

-3.3 

-3.3 
17 
17 
-3.3 

-3.3 
17 
17 
-3.3 

-22 
-17.1 
-17.1 
-22 

8 foot elevation 
Y 
ft 
8 
8 
8 
8 
8 
8 

8 
8 
8 
8 
8 
8 

8 
8 
8 
8 

8 
8 
8 
8 

z 
ft 

-16 
-16 
-6 
-6 
12 
12 

-18.5 
-18.5 
-3.5 
-3.5 
14.5 
14.5 

-18.5 
-18.5 
16.5 
16.5 

-18.5 
-18.5 
18.5 
18.5 

-23.1 
-20.7 

4.5 
6.9 



7 f 10 Kg 

- 9- 
Coordinate System 

Right handed and orthogonal 
Origin centered on the floor 

Positive "x" towards the Nom 
Positive "y" towards the Roof 
Positive "2" towards the East 

12 foot elevation 
Explosive Weight X Y 2 

Kilograms point f l  f l  ff 
20 a -3.3 12 -18.5 

b 17 12 -18.5 
C 17 12 16.5 
d -3.3 12 16.5 

10 

1.5 

a -3.3 12 -18.5 
b 17 12 -18.5 
C 17 12 18.5 
d -3.3 12 18.5 

a -22 
b -17.1 
C -17.1 
d -22 

-23.1 
-20.7 

4.5 
6.9 
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